DENOTES BLOCKWORK WALL
SURVEYED THURSDAY 16th
JANUARY 2003.

15mm WALL FINISH ALLOWED
TO SURVEYED BLOCKWORK.
WALL FINISH AND DETAILS TO
BE CONFIRMED.

ALL SETTING OUT DIMENSIONS
GIVEN ARE TO BLOCKWORK
WALLS (UNFINISHED)

KEY TO SERVICE HOLES

W&W
WASTE AND WATER SERVICE (DIA 100mm)

WE&R
WASTE AND REFRIGERATION LINE SERVICE (DIA 100mm)

G&W
GAS AND WATER SERVICE (100mm)

WAS
WASTE SERVICE ONLY (75mm)

E
ELECTRICAL SERVICE (50mm)

PM
POST MIX PYTHON (150mm)

W&PM
WATER AND POST MIX (150mm)

WAT
WATER SERVICE ONLY (50mm)
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NOTE:

ELECTRICAL SERVICE REQUIRED
AT REMOTE SITE OF
REFRIGERATION COMPRESSORS
FOR SERVERY COUNTERS

(ONLY).

CUSTOMER SERVERY
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REVISION NOTES

INSTALLED BY OTHERS.

1385

OTHERS

ALL DETAILS AND 971
CO—ORDINATION BY waw!

GENERAL NOTES

ALL SERVICES SHOWN ARE BASED UPON
CURRENT MANUFACTURERS RECOMMENDATIONS
WHICH CAN BE SUBJECT TO OCCASIONAL
CHANGES

ALL SERVICES SUPPLIES ARE TO BE FITTED
WITH RELEVANT ISOLATING VALVES / STOPCOCKS /

ALL ISOLATORS / ISOLATING VALVES/ STOPCOCKS /
ISOLATING SWITCHES, ARE TO BE SIZED,SITED,
SUPPLIED & FITTED BY OTHERS, UNLESS
OTHERWISE STATED.

ALL ISOLATORS SHOWN ARE SUGGESTED

POSITIONS ONLY.

ALL WATER STORAGE TANKS / CISTERNS /

BREAK TANKS, ARE TO BE INSTALLED TO CONFORM
TO THE LATEST & MOST CURRENT REGULATIONS,
AND ARE TO BE SIZED, SITED, SUPPLIED & FITTED
BY OTHERS

SERVICE SYMBOLS.

electrical connection.

electrical isolator

switch socket outlet

switched spur

gas connection

hot water connection

cold water connection

waste outlet

postmix python

refrigeration line

steam connection
IT holes through floor slab
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FOR DESIGN APPROVAL ONLY

THIS DRAWING SHOULD NOT BE USED FOR SERVICE DETAILS
OR FOR CONSTRUCTIONAL DIMENSIONING PURPOSES




